Environmental Protection Division

BEROOKHEUEN

NATI QN-A"L LABORATORY

May 6, 2011

Ms. Mary La Flair

Suffolk County Department of Health Services
Office of Water Resources

Bureau of Drinking Water

Suite 1C

360 Yaphank Avenue

Yaphank, New York 11980

Dear Ms. Mary La Flair:

Subject: Monthly Water Treatment Plant Reports

81 Cornell Ave., Bldg. 120
P. Q. Box 5000

Upton, NY 11873-5000
Phone 631 344-3148

Fax 631 344-6079
blee@bnl.gov

Managed by Brookhaven Science Associates
for the U.S. Departmant of Energy

Reference: Suffolk County Minimum Monitering Requirements for April 2011

In accordance with the requirements of the BNL Potable Water System Sampling Plan and the 2011
SCDHS Minimum Monitoring Requirements for the BNL Potable Water Supply, included please find

the following attachments for your records:

Attachment I: BNL Potable Water Monthly Operational Data for April,

Attachment II: April 2011 Biweekly and Second Quarter Water Quality Monitoring
Data for the BNL Distribution System and Potable Water Wells.

Attachment 1I1: April 2011 Stage 1 Disinfectants & Disinfection Byproduct Rule
Monitoring Data and Bacteriological Analyses for the BNL

Distribution System.

Attachment IV: 2011 Second Quarter Principal Organic Compound Analyses and
Bacteriological Analyses for the BNL Potable Water Distribution
System and Potable Water Wells.

Collection and analysis of these samples is performed in accordance with the guidelines of the BNL
Quality Assurance program, the SCDHS Community Water Supply Monitoring Requirements, and
the BNL Potable Water System Sampling Plan. Facility and Operations Directorate personnel using
standard operating procedures collect routine monitoring samples; a contractor laboratory using
standard methods of analysis performs the subsequent analyses. The Quality Assurance
documentation is available from the Environmental Protection Division and Facility and Operations
Directorate. Based on this information, we believe the values contained in these reports are

Registered In
150 14001



Lee to La Flair -2- May 6, 2011

representative of the BNL potable water system and review of the analytical data shows that BNL’s
potable water system complied with all drinking water requirements during this reparting period.

Should there be any questions regarding this report or the analytical or operational data contained herein,

please call either J. Higbie at (631) 344-5919, R. Lee at (631) 344-3148, or W. Chaloupka at (631)
344-7136. '

Sincerely,

Robert J. Lee\%Z \ﬁz‘q

Interim Manager
Envirenmental Protection Division

RIL/IR:jlh

Attachments: As noted

co! W. Chaloupka w/attachiments
D. Feldman, SCDHS w/attachments
G. Goode w/o attachments

- G. Granzen w/alttachments

J. Highie w/attachments
J. Hime, SCDHS w/o attachments
R.Lee wiattachments
E. Murphy wiattachments
J. Remien w/o attachments
L. Ross w/o attachments

File: EC61ER.11



ATTACHMENT I
Brookhaven National Laboratory
Potable Water Supply
Mont.h!y Operational Data for April 2011

for the BNL Potable Water System



NEW YORK STATE DEPARTMENT OF HEALTH

Burean of Water Supply Protection

Water Systems Operation Report
Water Treatment Facility

Brookhaven Nalional Leboratory APRIL 2011 4/29/2011 Osurfeee Homm O ewunt
e [F prerchase wish sstrsecpeent chiceinaion
51118091 Suffolk: Uptan, New Yark 11973 U s it eernaden
Chlosination Other T 1 ead
ba Source(s)In 1 Treaied water Cylin{r?: TG Hypnmll-il:idfgﬂlum i Hypochlasite pH Lime Dail .
TE Use | valune (0O |yl (o) usod per | Hypoctiorie inTank)| “pesmena) | usedliday Softening [PH_ (lncomingl D2 Tolulizer
Woeil{s) No.: | allons/day) . day (Ibs.} [WTF-624) WTF - 624) (WTF-624) RAW Water)
135 1.879,125

1 T+4+6 13261 NA NA 125 1.20 10 1,880,451
2 - NA NA
3 - NA NA
4 T+4+6 4,358 NA NA 99 0.91 26 7.6 6.0 1,884,809
5 T+4+6 1,587 | NA NA 88 0.65 11 7.8 6.1 1,886,406
g 7+4+6 1,545 | NA NA 78 0.91 1O 8.0 6.0 1,887,051

' 7 7+4+6 1,603 | NA NA 66 0.a0 12 7.6 6.0 1,889,454
8 74446 1,276 [ NA NA G0-+40 078 6 7.7 6.0 1,880,730
g - - NA NA
10 - NA NA
11 7+4+6 3,946 | NA NA 70 1.1 30 8.1 6.0 1,894,676
12 T+4+6 1,559 | NA NA 60 o.z8 10 7.5 6.0 1,896,235
13 74446 1571 NA | NA 50 0.72 10 7.4 6.0 1,897,806
14 4+6+11 1,351 NA NA 37 0.83 13 7.5 5.8 1,899,157
15 4+6+11 795 ] NA NA 30+a50=80 0.80 7 7.3 5.9 1,899,956
16 - NA NA
17 - NA NA
18 446+11 2,118 | NA NA | 65+125=190 0.55 15 7.4 6.0 1,902,074
19 4+6+11 14341 NA NA 180 0.72 10 7.3 6.0 1,903,508
20 446+11 1058 [ NA | NA 170 1.07 10 7.3 6.0 1,904,566
21 4+6+11 1,073 NA NA 160 0.66 10 7.3 6.1 1,905,639
22 4+6+11 1,027 | NA | NA 150 0.75 10 7.5 6.1 1,906,566
23 - NA NA
24 - NA | NA
a5 4+6+11 3116 NA | NA 125 1.40 25 71 6.3 1,908,782
26 4+6+11 1,313 | NA NA 115 1.40 10 7.8 6.3 1,911,095
27 44+6+11 1,966 | NA | NA 105 1.40 10 7.8 6.4 1,912,261
28 4+6+11 1,259 | NA NA 90 1.20 15 7.6 6.3 1,913,520
26 4+6+11 1,137 | NA NA a0 1.00 10 7.8 6.2 1,914,657
30 - NA NA
a1 - NA NA

Total 35,532 29 270

AVG. 1,146.19 12.8

Chlorine Mix Ralio=

Reported by: Lowell Ross

quans/gatlens of

%% chforing edded to

gatlons of waier in ernck.

Tile: Water Systems Supervisor

Sigﬂn!;lr:: GT}"’E/' /’"Z‘\—,J,‘:, —

Dale: 5"' ér”“'f/

DOH.360 {02/05) Page 1 of 2

NYS DOH Operator Cenification Number: NY 0031941

Operater Grade Level TA-SWIGUI



Microbiological Samples and Free Chlorine Residual

Population Sen':d:i 3.500 |
Sample Typa | Tatal Ecol  |Free Chlorine Residual
Sample Locsiion Data of Sampia 1.Routine Coliform
2.Rapeat Positive Pesitive (mgim) .
Number of mieroblolopical monitoring samples required: 4
8-98 WATER TOWER 084-273 5 Apr 4 Dives B2 | ves T v )
Nusmbier of microblological menitoring samples takens I 7
B-840 WATER TOWER 076-408 5-Apr 1 O ves e [0 veE 1o 071 Did an M&R viohtion o ¥ [Hro
B 1005 RHIC 045-12 &-Apr 1 £ ¥es [ o [ ves 2 10 0.53 If *Yes," check renson (s) bel
Actual number of samples Is fewer than re
B 383 AFART. LAUNDRY 108-19 D ves & 10| v Id not coliecranalyze repeat sample.
S-Apr 1 e 0.4 Did not collect/analyze for E. coli for
B-725 NSLS 075-602 s-Apr 4 01 ves B fia 11 vesli i 075 positive total coliform from routinefrepeat
Did an MCL violation occur? O tes to
B 490 BLOCK 1 ACF 084- O ves & 1o I Yesl 10
) 5-Apr 1 =t 0&7 If “Yes,” check reason(s) below (see nlso Part 5, Table
8400 BLOCK TWRC 084 Thvee Bl _ 6 for additional information).
&8 S-Apr 1 = Dvestalus 0.61 For systems collecting less than 40 samples per
WELL 7] manth; two or maore of the samples {routine and
083-20 s-Apr 1 [ ves o |l veslet o RAW for repeat) are positive for lotal coliform (= iotal
coliform MCL vialation).
WELL #8 BAor ] £ Yes 10| [ s 1o RAW For systems coltecting 40 or more samples per
09307 A menth: more than 5% of the samples {routine
and/or repeat) are posilive for total coliform (= total
WELL #7
092-03 5-Apr 1 Dves B o) O v o RAW collfarm MCL, violation).
The original sample was E.cali positive and at
WELL #10 least 1 repeat sample was positive for tolal
055-09 S-Agr 1 [ ves [ no | O Yes(= 0 RAW p P p
WELL F11 T ¥es 51 o) 1 " Reminder: System must collect a minimum of five (3) routine
05810 5-Apr 1 e Yeskd to RAW S —_ . .
- microbiological monitoring samptes during the month followin
WTF-STRIP. TOWER # 1 5-Ar 1 I es @ to] 01 ves Bl o RAW a repent sample coliection.
073-24 [EAST] p
WTF-STRIP. TOWEES# 2 5-Apr 1 O ves 13 00| O vesl2 10 RAW
073-25 [WEST] As required by 5-1,72, “Operation of & Publle Water System,™ o copy of thls
FIELD DUPLICATE BLDG 363 i form shall be sent to your Iocal health department by the 10th ealendor day of
108-19 5-Apr 1 D ves D to |1 vesfFl o 0.4 the nest reporting perfod.
O Yes O 4o |3 vesO tin
[ ves O 0} ves[D 1o
O ves O ha| D ves Cino
Sampie Collector(s): JOHN KULESA

Mame of NYSDOH Certified Laburstory:

Did any MCL vinlatlon oecur? 5 so, please describe:

Eco Test Lab, 377 Shefield Ave. N. Babylon NY

Ng

Did an emergency or low pressure problem ¢eeur? Did source water bypass an existing treatment process In the system? 1f 5o, please explain.

No

DOH-360 (0205 Paga 2ol 2



NEW YORK STATE DEPARTMENT OF HEALTH

Bureau of Water Supply Protection

Water Systems Operation Report
Well No. 4 - Supply to Water Treatment Facility

GHNIE Walss SySlea Nans
Broekhaven National Laboratory APRIL-2011 4/29/2011 Osuteee Flomad  owum
Puhase vith subseuent sHonration
5111891 Suffalk Upton, New York 11573 ] urtase s stsemen: s
Chlcrination Qther Treatments / Readings
Source(sin | Treaied watee Cylin(j: mc:suz.;ﬁn: S Free chiurins . .
DATE Use valume {1,000 | iphe (1bs)| used pee reskmiaterry | Hypochlasite Dhuily Totalizer
Well No.s 4 | gallonstday) day (ths.) pint () used/day
150 2,142,561
q 4 608 NA NA 143 0.55 7 2,143,169
2 - NA NA
3 - NA NA
4 4 1,836 | NA | NA 120 0.50 23 2,145,005
5 4 837 NA NA M 0.35 9 2,145,842
g 4 736 | NA NA 102 0.51 g 2,146,578
7 4 653 | NA NA 96+54 0.45 ] 12,147,231
B 4 551 [ NA NA 144 0.50 ] 2,147,782
g - NA NA
10 - NA NA
11 4 1,20B | NA NA 129 0.47 158 2,148,990
12 4 728 | NA NA 120 0.38 9 2,148,718
13 4 809 | NA NA 110 0.29 10 2,150,527
14 4 1,222 | NA NA 95+55 0.47 15 2,151,749
15 4 920 | NA NA 132 0.39 18 2,152,669
16 - NA NA
17 - NA NA
18 4 24741 NA NA 102 0.07 30 2,155,143
19 4 1,275 | NA | NA 84 0.10 18 2,156,418
20 4 976 { NA NA 73 0.48 11 2,157,394
21 4 10511 NA NA 60 0.18 13 2,158,445
22 4 960 [ NA NA | 45+105=150 0.30 15 2,158,405
23 - NA NA
24 - NA NA
25 4 2935 NA NA 113 0.57 37 .2,182,340
25 4 1,158 | NA NA a9 0.50 4 2,163,499
27 4 1063 | NA | NA 82 0.71 2,164,562
28 4 1,187 { NA NA B6+84 0.31 17 2,165,748
29 4 1000 | NA | NA 1358 040 15 2,166,749
a0 - NA NA
3 - NA NA
Total 25 294
AVG. 14.0

Chlarine Miz Ratio =

Reponed by: Lowell Ross

Si gnui;m:: %‘j’za‘%f/

DOH-360 (DEIUSj Page 10l 2

quans/galions of

% chlorine added 1o

THe: Water Systems Supervisor

gallons of waiet in crock

Bata: f"""&?;"—f/

NYS DOH Ogemior Cenification Mumber: NY 0031941

Operior Grada Laval TA-SWI/GU!




NEW YORK STATE DEPARTMENT OF HEALTH

Burzau of Water Supply Fratzction

Water Systems Operation Report
Well No. 6 - Supply to Water Treatment Facility

Brockhaven National Laboratory APRIL-2011 4/29/2011 Ootee Blomme Dowm
[0 Purchase with sutsequent chiration
5111891 Suffolk Uplan, New York 11673 [l ot st et tawasen
Chlerinntian Other Treatments / Readings
Saurceishin | Treated water Cylinﬁ;: T Gt Hypod:]-itl{ilxﬁ:d(gallnns Free cldosine Daity Totali
N Ty s o s e i et B i o
138 854,587
1 6 117 [ NA NA 135 .55 3 854,704
2 - NA NA
3 - NA NA
4 6 434 NA NA "7 0.50 18 855,138
5 5 114 | NA NA 111 0.35 6 855,252
<] §) 247 NA NA 102 0.51 g 855,490
7 6 97| NA | NA 98+22 0.45 4 855,596
8 & 260 NA NA 111 0.50 =] 855,856
g9 - NA NA
10 - NA NA
11 5} 341 NA NA 102 0.47 9 865,197
12 6 187 { NA NA g3 0.38 g 856,384
13 6 117 | NA NA a7 0.29 6 856,501
14 & 453 NA NA 79475 0.47 12 ) 865,864
15 6 67| NA NA 138 0.39 12 857,031
16 - NA NA
17 - NA NA
18 8 180 NA NA 132 0.07 8 B57,221
19 6 418 [ NA NA 115 0.10 17 857,639
20 5} 209 | NA NA 103 0.48 12 857,938
21 5} 3601 NA NA ao 0.18 13 858,298
22 6 290 | NA | NA | 80+70=150 | 0.30 10 ' 858,588
23 - NA NA
24 - NA NA
25 5] 1,067 NA NA 108 0.57 42 859,655
26 6 484 NA NA 90 0.50 18 860,148
27 i1 437 | NA NA 78 0.71 12 860,586
28 5} 430 |1 NA NA 63 0.31 15 861,016
29 5] 330 | NA NA 50 0.40 13 B&61,346
30 - NA NA
H - NA NA
Total 29 255
AVG. 124
Chlarine Mix Ratio = quars/gatlans of % cilorine sdded to galtons of water in crock
feponed by: Lowell Ross Tie:  Water Systems Supervisor NYS DOH Opermtor Cermification Number, NY 0031944
Signature: (\7'62;/4"‘7’ bale: o5~ =/, Opemtor Grade Level 1A-SWIGU)

O0H-360 {02105) Page 1 ol 2



NEW YORK STATE DEPARTMENT OF HEALTH Water Systems Operation Report

Bureau of Water Sapply Pratection Well No. 7 - Supply to Water Treatment Facility
Brookhaven Nationai Laboratory APRIL-2011 4/29/2011 Dsatsce Eomee o
T Aiem D e Purciase with subsequent chicrtnaticn
5111824 Suffalk Upton, New Yaork 11873 st wicus susequens ctmaten
Chiosination Othr Treatmerts / Readings
Source(s)in | Treated water Cyiinin:mutshluﬁnc Hmuuﬁ:::id@mum Free ehlorine . .
DATE Use volumic (1,000 |yeioty (1bs )| used per | Hypochlarite in Tank) | residot st ey | Hypochlorile Daity Tolalize:
Well No.: 7 { gallon/day} day (ibs.) point (ma) used/day
180 3,257,589
1 7 933 NA NA 135 0.55 15 3,258,522
2 - NA NA
3 - NA NA
4 7 2,842 | NA NA 96 0.50 3a 3,261,364
5 7 960 | NA NA 81 0.35 15 3,262,324
[ 7 942 NA NA 66 0.51 15 3,263,266
7 7 954 | Na | NA 48+102 0.45 18 3,264,220
B 7 937 | NA NA 130 0.50 20 3,265,157
g - NA NA
10 - NA NA
1 7 2840 NA | NA 95 0.47 a5 3,267,997
12 7 926 [ NA | NA 78 0.38 17 3,268,923
13 7 954 | NA NA 60 0.29 18 3,269,877
14 7 = [ Na | na &0 NR 3,269,877
15 7 - NA | NA 60 NR 3,269,877
16 - NA NA
17 - NA NA
18 7 - NA NA 60 NR NR 3,269,877
19 7 - NA | NA 60 NR NR 3,269,877
20 7 NA NA B0 NR NR 3,289,877
21 7 - NA | NA 60 NR NR 3,269,877
22 7 - NA | NA 50 NR NR 3,269,877
23 - NA NA
24 - | NA | na . o
25 7 - NA NA 60 NR NR 3,269,877
2 7 NA | NA B0 NR NR 3,269,884
27 7 - NA NA 60 NR NR 3,269,884
28 7 - | Na | na B0+77 NR NR 3,269,884
28 7 - NA NA 137 NR NR ] 3,269,884
30 - NA | NA
34 - NA | NA
Total 12,288 29 192
AVG. 423.72 21.3
Chlorine Mix Rutio = quarts/gallons of 5 chlorine ndded to gellons of water in crock
Reporied by: Lowel] Ross Twe: Water Systems Supervisor NY3 DOH Cpesator Cendfication Number: NYD031944
Signulurm%?/gw vate: S S~ 1S Operator Grate Levet TA-SWIGUI

DOH-360 (02/05) Page 1 of 2



NEW YORK STATE DEPARTMENT OF HEALTH

Bureau of Water Supply Protection

Well No. 10 - Direct Supply to Distribution System

Water Systems Operation Report

Brookhaven National Laboratory APRIL-2011 4/29/2011
I Purchase with subtequent chlinaton
5111804 Suffolk Uptan, New York 11973 D s oo
Chlotination Othez T /R
Source(shn | Teeated watcer Cylinf:: m;larine Hypud:[;;?il;id(gnllnm Free chlorine . oH Braily Torali
DATE WE“U;:J 10 vz'ﬁm:iéﬂ;ﬂ weight (Lbs.) dl:;x(llgzr} Hypachlarie in Tank) m;:f(::;:;w H{lzzz?clg;ie Sodium ily Totalizer
w2 Hygochloride 821,350
1 10 - NA NA 72 NR NR 821,350
2 - NA NA
3 - NA NA
4 10 - NA NA 72 NR NR 821,350
5 10 4 NA NA 72 NR NR 821,354
g 10 - NA NA 72 NR NR 821,354
7 10 - NA NA 72 NR NR 821,354
8 10 521 NA NA 72 NR NR 821,406
9 - NA | NA
10 - NA | NA
N 10 1 NA NA 72 NR NR 821,407
12 10 1] NA NA 72 NR NR 821,408
i3 10 - NA NA 72 NR NR 821,408
14 10 - NA | NA 72 NR NR 821,408
15 10 - NA NA 72 NR NR 821,408
16 - NA NA
17 - NA | NA
18 10 1 NA NA 72 NR NR B?‘l ,408
19 10 - NA | NA 72 NR NR 821,409
20 10 - NA NA 72 NR NR 821,409
21 10 - NA NA 72 NR NR 821,409
22 10 - | Na | Na 72 NR " NR 821,409
23 - NA NA
24 - NA NA
25 10 1 NA NA 72 NR NR 821,410
26 10 - NA NA 72 NR NR 821,410
27 10 - NA | NA 72 NR NR 821,410
28 10 - NA NA 72 NR NR 821,410
29 10 - NA NA 72 NR NR 821,410
a0 - NA NA
3 NA
Total 28.00
AVG.

Chlarine Mix Ratio=

Reported by: Lowell Ross

quans/gallons of

Tilla:

%4 chiorine odded to

Water Systems Supervisor

gallons af waler in crock

Signature: Méﬂ&;ﬂ,—

Date; \}ﬂ‘" ﬁd’//

DOH-360 {02/08) Page 1of2

NYS DOH Opertor Cenification Mumber: NY 0031941

Opermtor Grage Lavel 1 A-SWIGUI



NEW YORK STATE DEPARTMENT OF HEALTH
Bureau of Water Supply Protection

Water Systems Operation Report
Well No. 11 - Direct Supply to Distribution System

Brookhaven National Laboratory APRIL-2011 4/29/2011 Csutace Hooed [lowum
. mE [ Purchase with subsequent chécrination
5111891 Suffolk Upton, New York 11873 Dl et v
Chlarination Other Treatments { Readings
Source(s)In | Treated water cyu.,f:m:um Hypod:l-::ilidtgnllnns Fiex chlorinz pH. Dl "
DatE Usa volume (1,000 | yeipby (hs)| used per | Hypochlorite in Tak) | sesidutatensy | - Hypochlorite Sadlum aily Totulizer
Well No.: 11| gallonsiday) day {Ibs.) poial {ma} used/day Hypachloride
135 128,303
1 (b 6| NA NA 135 NR NR 128,308
2 - NA NA
3 - NA NA
4 11 6| NA | NA 135 NR NR 128,315
5 11 1981 NA NA 132 NR 3 NR 128,513
6 11 NA NA 132 NR NR 128,513
7 11 - NA NA 132 NR NR 128,513
8 11 55| Na | NA 131 MR 1 NR " 128,568
] - NA | NA
10 - NA NA
11 11 - NA NA 131 NR NR 128,568
12 11 411 NA NA 123 NR NR 128,979
13 11 251 NA NA 16 NR 7 NR 129,230
14 11 448 | Na NA 110+40 NR NR 129,679
15 11 8gz2 NA NA 129 NR 21 NR 130,561
16 - NA NA
17 - NA NA
18 11 2,365 | NA | NA 82 NR 47 NR 132,928
19 11 - NA NA 82 NR NR 132,926
20 11 B6 [ NA NA a1 NR 1 NR 133,612
21 1 - N4 NA 81 NR NR 133,012
22 11 - NA NA B1+42=123 NR NR 133,012
23 - NA NA
24 - NA NA .
25 1 - NA NA 123 NR NR 133,012
26 11 - NA NA 123 NR NR 133,012
27 11 29| NA MNA 123 NR NR 133,041
28 11 51 NA NA 123 NR NR 133,092
29 11 - NA NA 123 NR NR 133,082
30 - NA NA
a1 - NA NA
Total 29 94
AVG. 11.75

Chlorire Mix Ratio =

Reportzd by: Lowell Ross

Signaturs: W/‘/-‘:W‘

DOH-360 {02/05) Page 1ol 2

guarisigatlons of

% chilorine added to

Tie: Water Systerns Supervisor

gullons of water in crock

Date: CS/V ‘-7‘;_" l‘/

NYS DDH Cperator Cenification Number; NY 00319441

Gpemtor Grade Level 1A-SWIGUI



NEW YORK STATE DEPARTMENT OF HEALTH Water Systems Operation Report

Bureay of Water Supply Protection Well No. 12 - Direct Supply to Disiribution System
Brockhaven National Labaratory APRIL-2011 412912011 Oadee Blomme  CFowun:
| (] urchiase withs sutsequent chiarination
5111821 Suffolk Uptan, New York 11973 A necss o st clocnsn
Chletination Qther Treatments / Rendings
Source(s)In | Treaied water Cylinf:m:l:sh]uﬁnc Hypadﬂ:;:id{gnllnm Fres chlering H Dait y
T ooz iy |91 ] e o) mig | e |, S
00s Mypochloride 560,281
1 12 - NA | NA 00s 869,261
2 12 NA | NA 00Ss
3 12 . NA | NA 00S
4 12 - NA | NA oos ) 859,261
5 12 - NAa | NA Qs 869,261
g 12 - NA | NA 00s 860,261
7 12 - NA | NA 005 868,261
8 12 - NA | NA ©os BE9,261
9 12 - NA | NA
10 12 - NA | NA
11 12 - NA | NA 00s 869,261
12 12 - NA | NA 00s 869,261
13 12 - NA | NA 0as 869,261
14 12 - NA | NA 005 869,261
15 12 - NA | NA 00Ss , 869,261
16 12 - NA | NA
17 12 - NA | NA
18 12 - NA | NA 00S 869,261
19 12 - NA | NA 005 869,261
20 12 - NA | NA 00s 869,251
21 12 - NA | NA oo0s : 869,261
22 12 - NA | MA 0os ' 869,261
23 - NA | NA
25 12 - MA | NA 005 869,261
26 12 - NA | NA 00S 860,261
27 12 - NA | NA 00s 859,261
28 12 - NA | NA 00S 868,261
29 12 - NA | NA 00s 869,261
ao - NA | NA
31 - NA | NA
- 29

Chlerine Mix Ratio = quans/galians of % clilorine ndded to paltons of water in crock
Reposted by: Lowell Ross Tite: Water Systems Supervisor NYS5 DDH Cpemtor Centificaton Numbes NY 0031944

. . ‘
Signnture: N/Q(JM Date: J/‘_"L./-__// Operater Grada Leval TA-SWIGUI

DOH-360 (02/05) Page 1 of 2




Date Well 4
1 608
2 0
3 0
4 1,836
5 837
6 736
7 653
8 551
9 0
10 0
11 1,208
12 728
13 809
14 1,222
15 8920
16 0
17 0
18 2474
19 1,275
20 976
21 1,051
22 960
23 0
24 0
25 2,935
28 1,159
27 1,063
28 1,187
29 1,000
30 0
31 0
Total 24,188
AGS Water Supply Meter

Biclogy Building - Well 9

Well &

117
0

0
434
114
247
97
260
0

0
341
187
117
483
67

190
418
299
360
290

1,067

494 .

437
430
330

0

0
8,759

Well 4

Well 6

Well 7

Well 10

Well 11

Well 12

6,795,700|ADD A O 6,795,700

PUMP DATA April 2011
{(Menth)
Well 7 Well10 Well11
933 0 6
0 0 0
0 0 0
2,842 0 6
960 4 198
942 0
954 0 0
937 52 a5
0 0 0
0 0 0
2,840 1 0
926 1 411
954 0 251
0 0 449
0 0 882
0 0 0
0 0 0
0 1 2,365
0 0 -0
0 0 86
0 0 0
0 0 0
0 0 0
0 0 0
0 1 0
4) 0 0
0 4) 29
0 0 51
0 0 0
0 0 0
0 o . 0
12,288 60 4,789
Totalizer Totalizer
This Manth Last Month
2,166,749 2,142,561
861,346 854,587
. 3,269,884 3,257,589
821,410 821,350
133,002 128,303
B69,261 869,261
ADD A1
TOTHE #

Well12

0
0
0
0
0
0
0
0
0
0
0
0
0
0
0
0
g
0
0
0
0
0
0
0
0
0
0
0
0
0
g
0

Daily Total
1,664
0
]
5,118
2,113
1,825
1,704
1,855
0
(8]
4,390
2,253
2,131
2,134
1,869
0
0
5,030
1,693
1,361
1,411
1,250
0
0
4,003
1,653
1,529
1,668
1,330
0
0
48,084
Total{x1,000)

Gallons

24,188

6,759
12,295
60

4,789

0
16252.00

0.00



ATTACHMENT II
Brookhaven National Laboratory
Potable Water Supply
April 2011 Biweekly and Second Qﬁarter Water Quality Monitoring Data

for the BNL Distribution System and Potable Water Wells



Attachment 11

Table 1 - Summary of Water Quality Analyses
for the BNL Potable Water System

April 2011
sompierocaion | Spunte | gt Tempersure T ooy | Attty | Catiam
WTP 4/5i11 7.8 57 175 ANR ANR
WTP 41711 7.6 - 57 173 ANR ANR
WTP 4/12/11 1.5 37 192 ANR ANR
WTP 4714411 7.5 57 189 ANR ANR
WTP 4/19/11 1.3 57 220 ANR ANR
WTP 4/21/11 7.3 57 211 ANR ANR
WTP 4/26/11 7.9 57 219 ANR ANR
WTP 4128111 7.6 57 211 ANR ANR
Well 10 4/5/11 6.7 64 244 ANR ANR
Well 11 4/5/11 6.0 64 224 ANR ANR
Bldg. 49 4/5/11 7.9 64 205 32 11
Bldg. 640 415011 7.2 G3 233 38 I
Bldg. 363 4/5/11 7.3 64 194 30 12

ANR-  Analysis Not Required

NR-  Not Reported

Note: Field parameters are only conducted for facilities that are in operation on the day of measurement.




=CONEST LABORATORIES, INC.

ENVIRONMENTAL TESTING

377 SHEFFIELD AVE. N. BABYLON, N.Y. 11703.0.(631) 422-5777e FAX (631) 422-5770
Email: ecotestlab@aol.com Website: www.ecotestlabs.com

LAB NO.111424,04

ATTN:

SOURCE OF SAMPLE:
* SOURCE OF SAMPLE:
COLLECTED BY:

MATRIX:W

ANALYTICAL'PARAMETERS

Calcium as Ca:
~Alkalinity tot CaCo3
T:Coliform, 100 mL
‘E:€aTi, 100mL

AFbée Ch1Ofﬁne.ReSid.

04713711

. Brookhaven National Laboratory

Bldg. 452, P.0. Box 5000
Upton, NY  11973-5000 ‘
William Chaloupka PO#: 0000143228
109-15
31298
Client DATE COL'D:04/05/11 RECEIVED:04/05/11
TIME COL'D:0745

SAMPLE: B-363 Apt. Laundry

31298-004
DATE TIME ANALYTICAL
UNITS RESULT FLAG OF ANALYSIS LRL METHOD
mgs/L 12 040711 0.2 EPA200.7
mg/L 30 041111 2 $1823208
Absent 040511 1357 0 5185223
Absent 040511 1357 @ $189223
mg/L 0.4 *

cociBNL, Robert J. Lee

LRL=Laboratory Reporting Limit

REMARKS: * Measured in the field by client.
Total Coliform Bacteria is within NY State and Federal

Timit for potable water
DIREﬁTOR)(f)

rn = 8082 NYSDOH ID # 10320 a'q 1. of 1



E CO'EST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON N.Y. 11703.« « (631) 4225777« FAX (631) 422-5770

Email: ecotestlab@aol. com Website: www.ecotestiabs.com
LAB NO.111424. Dl 04/13/11

Brookhaven National Labaratory
Bldg. 452, P.0. Box 5000
Upton, NY  11973-5000 '
ATTN: Witliam Chaloupka PO#:0000143228

SOURCE OF SAMPLE: 094-273
© SOURCE OF SAMPLE: 31298

COLLECTED BY: Client DATE COL'D:04/05/11 RECEIVED: 04/05/11
TIME COL'D:0900 ‘
MATRIX:W SAMPLE: B-49 Water Tower
31298-001

DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS - RESULT FLAG OF ANALYSIS.LRL METHOD
Calcium as Ca mg/l. 11 040711 0.2 EPAZUD 7
Alkalinity tot CaCo3 =~ mg/l 32 041111 2 51823208
T.Coliform, 100 mL Absent 040511 1357 O 5189223
E.Co11, 100mL Absent 040511 1357 0O S$189223
Free Chlorine Resid. mg/L 1.1 *

coiBNL, Robert J. Lee
LRL=Laboratary Reporting Limit

REMARKS: * Measured in the field by client.
Total Coliform Bacteria is within NY State and Federal

limit for potable water
pirecToR/ | w

= B0B9 NYSDOH ID # 10320 {' e 1 of 1




COREST LABORATORIES, INC. © ENVIRONMENTAL TESTING
) 377 SHEFFIELD AVE. « N, BABYLON, N.Y. 11703.«.{631) 422-5777« FAX (631} 422-5770

'Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO.111424.02 _ ‘ - 04/13/11

E.Coli, 100mL

Free Chlorine Resid.

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000 o
Upton, NY 11973-5000

ATTN: Willjam Chaloupka PO#:0000143228
SOURCE OF SAMPLE: 076-408
SOURCE OF SAMPLE: 312598 :
COLLECTED BY: Client DATE CCL'D:04/05/11 RECEIVED:04/05/11
‘ : TIME COL'D:0710
MATRIX:W - SAMPLE: B-640 Water Tower
31298-002
o , _ ' DATE TIME - ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LR METHOD
“Calgium as Ca o mg/L 11 040711 0.2 EPAZ00.7
Alkalinity tot CaCo3 mg/L. 38 041111 2 51823208
T.Coliform, 100 mb Absent ' 040511 1357 0O 5189223

Absent ' 040511 1357 O $189223

mg/L 0.71 *

co:BNL, Robert J. Les

LRL=Laboratory Reporting-kimit

REMARKS: * Measured in the field by client,
Total Coliform Bacteria is within NY State and Federal
Timit for potable water

rn = B090

DIRECTDQ{N\\{;>

W
NYSDOH ID # 10320 P%g- 1 of 1




ATTACHMENT III
Brookhaven National Laboratory
Potable Water Supply
April 2011 Stage 1 Disinfectants & Disinfection Byproduct Rule

Monitoring Data and Bacteriological Analyses for the BNL Distribution System



Attachment ITI

April 2011 Stage 1 Disinfectants & Disinfection Byproduct Rule Monitoring Data
Table II - Maximum Residual Disinfectant Level QS%US Compliance

Total Residual Chlorine (mg/L.)

Location May 10 | June 10 | July 10 | Aug. 10 | Sept. 10 | Oct. 10 | Nov. 10 | Dec. 10 | Jan.11 | Feb, 11 | Mar. 11 | Apr. 11

Bldg. 49 Water Tower 0.6 0.8 0.7 0.7 0.9 0.8 0.6 0.9 0.7 1.0 0.7 1.1
Bldg. 640 Water Tower 0.6 0.5 0.5 0.5 0.8 0.4 0.6 0.4 0.5 0.7 0.8 0.7
Bldg. 363 Apt. Laundry 0.6 04 1 0.7 0.4 0.9 0.3 0.5 0.4 0.6 0.7 0.4
Bldg. 1005 RHIC 0.6 0.4 0.4 0.6 0.4 0.4 0.6 0.7 0.3 0.7 0.63 0.5
Bldg. 930 LINAC 0.8 NS 0.6 NS 0.9 NS 0.6 NS 0.7 NS 1.0 NS
Bldg. 725 NSLS NS 0.6 NS 0.7 NS 0.6 NS 0.4 NS 0.8 NS 0.8
Bldg. 490 Outpatient Clinic 0.4 NS 0.4 NS 0.7 NS 0.3 NS 1.0 NS 0.8 NS
Bldg. 490 Block 11 0.5 NS 0.7 NS 0.7 NS 0.7 NS 1.0 NS 0.6 NS
Bldg. 490 Block 1 ACF NS 0.8 NS 0.8 NS 0.8 NS 0.7 NS 0.4 NS 0.7
Bldg. 490 Block 4 MRC . NS 0.4 NS 0.5 NS 0.9 NS 0.4 NS 0.7 NS 0.6
Monthly Average 0.6 0.5 0.6 0.6 0.7 0.7 0.5 0.6 0.7 0.7 0.8 0.7
NA - Not Applicable

NS- Not Scheduied for sampling

Running Annual Average (mg/L.) 0.6  (Total Residual Chlorine)
MRDL (mg/L) 4.0




E CO,EST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. s N. BABYLON N.Y. 11703.« « (631) 422-5777« FAX {631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAR NO.111424.01 04713711

Brookhaven Natjonal Laboratory

Bldg. 452, P.0. Box 5000

Upton, NY  11973-5S000 ' :
ATTN: William Chaloupka PO#: 0000143228

SOURCE OF SAMPLE: 094-273
© SOURCE OF SAMPLE: 31298

COLLECTED BY: Client DATE COL'D:04/05/11 RECEIVED: 04/05/11
TIME COL'D:0S00 '
MATRIX:W SAMPLE: B-49 Water Tower
31298-001

. DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS - RESULT FLAG OF ANALYSIS LRL  METHOD
Calcium as Ca mg/L 11 040711 - 0.2 EPAZUD.?
Alkalinity tot CaCo3d =~ mg/L 32 : 041111 2 - 51823208
T.Coliform, 100 mL Absent 040511 1357 O 5189223
E.Coli, 100mL Absent 040511 1357 O 5189223
Free Chlorine Resid. mgsl 1.1 *

ce:BNL, Robert J. Lee
LRL=Laboratory Reporting Limit

REMARKS: * Measured in the field by client.
Total Cotiform Bacteria is within NY State and Federal

1imit for potable water
DIRECTOR/\‘YT)

= BO&9 NYZDOH ID # 10320 age 1 of 1

f



COEEST LABORATORIES, INC. ENVIRONMENTAL TESTING
| 377 SHEFFIELD AVE. » N. BABYLON, N.Y. 11703 « (631) 422-5777= FAX (631) 422-5770
- Email: ecotestlab@aol.com Website: www.ecotestlabs.com

LAB NO.111424.02 A _ : 04/13/11
Brookhaven National Laboratory
Bldg. 452, £.0. Box 5000 s
Upton, NY 11973-5000 o
ATTN: William Chaloupka PO#: 0000143228

SOURCE OF SAMPLE: 076-408
SOURCE OF SAMPLE: 31258

COLLECTED BY: Client DATE COL'D:04/05/11 RECEIVED:04/05/11
' ' - TIME COL'D:0710
MATRIX:W - SAMPLE: B-640 Water Tower
31298-002

i , _ ' DATE TIME -~ ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL™ METHOD
"Calcium as Ca - owg/L 11 040711 0.2~ EPA200.7
Alkalinity tot CaCo3 mg/L 38 041111 2 ' -S1823208B
T.Coliform, 100 mL Absent ) 040511 1357 O 5189223
E.Coti, 100mL Absent 040511 1357 O 5189223
Free Chiorine Resid. wg/L 0.71 *

cc:BNL, Robert J. Lee
LRL={ aboratory Reporting-l=imit

REMARKS: * Measured in the field by client.
Total Coliform Bacteria is within NY State and Federal

Timit for potable water
DIRECTOR(T\\{;)

v
rn = 8090 NYSDOH ID # 10320 P%g -1 of 1




CcO

EST LABORATORIES, INC.

ENVIRONMENTAL TESTING

377 SHEFFIELD AVE. = N. BABYLON, N.Y. 11703 » (631) 422-5777« FAX (631) 422-56770
Email: ecotestiab@aoi com Website: www.ecotestlabs.com

LAB NO.111424.03

- ATTN:

SCURCE OF SAMPLE:
SOURCE OF SAMPLE:
COLLECTED BY:

MATRIX:W.

ANALYTICAL PARAMETERS

T.Coliform, 100 mL
E.Coli, 100mL

'Free Chiorine Resid.

04/13/11

Brookhaven Natjonal Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY  11973-5000 .
William Chaloupka PQOit: 0000143228
045-12
31298
Client DATE COL'D:04/05/11 RECEIVED:(4/05/11
TIME COL'D:0720

SAMPLE: B-1005 RHIC

31298-003
DATE TIME ANALYTICAL
UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
Absent 040511 1357 O 5189223
Absent 040511 1357 0 . 5189223
mg/L  0.53 % |

co:BNL, Robert J. Lee

REMARKS:

= 2091

LRL=Laboratory Reporting Limit

* Measured in the field by client.
Total Coliform Bacteria is within NY State and Federal
1imit for potable water

) /7

MYSDOH ID # 10320 Page 1 of 1




CONEST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON N.Y. 11703 +.(631) 422-5777« FAX (631) 422-5770

. Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO.111424.04 04/13/11

. Brookhaven National Laboratory
Bidg. 452, P.0O. Box 5000
Upton, NY  11973-5000 _
ATTN: Willdiam Chaloupka POi#: 0000143228

SOURCE OF SAMPLE: 109-19
SOURCE OF SAMPLE: 31298

COLLECTED BY: Client DATE COL'D:04/05/11 RECEIVED:(4/05/11
o | TIME COL'D:0745
MATRIX:W SAMPLE: B-363 Apt. Laundry
' : 31298-004
DATE TIME - ANALYTICAL
ANALYTICAL PARANETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
Calcium as Ca~ mg/l. 12 040711 a.2 EPAZ00.7
“Alkalinity tot CaCo3 ' mg/L 30 041111 2 $1823208
T:Coliform, 100 ml Absent 04031%F 1357 O 5189223
E;CoT4, 100ml. -~ . ' Absent 040511 1357 O $189223
Free Chiorine Resid. mg/L. 0.4 *

cc:BNL, Robert J. Lee
LRL=Laboratory Reporting Limit

REMARKS: * Measured in the field by client.
Total Coliform Bacteria is within NY State and Federal

Timit for potable water
DIRECTOR ﬂ

rn =-8092 NYsSDOM ID # 10320 a.é 1 of 1
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=COHBEST LABORATORIES, INC.
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703.». (631) 422-5777« FAX (631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com

LAB NO.111424.05 04/13/11

Brockhaven National Laboratory

Bidg. 452, P.0. Box 5000

Upton, NY 11973-5000 ‘ :
ATTN:  William Chaloupka PO#:0000143228

SOURCE OF SAMPLE: 075-602
SOURCE OF SAMPLE: 31298

COLLECTED BY: Client DATE COL'D:04/05/11 RECEIVED:04/05/11
TIME COL'D:0810
MATRIX:W SAMPLE: B-725 NSLS
: ' - 31298-005
' ' DATE TIME ANALYTICAL

ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
T.Coliform, 100 mL Absent 040511 1357 0 5189223
‘E.Coti, 100mL . | Absent 040511 1357 0O 5189223

free Chlorine Resid. ma/L 0.75 *

cc:BNL, Raobert J. Lee
LRL=Laboratory Reporting Limit

REMARKS: * Measured in the field by client.
Total Coliform Bacteria jis within NY State and Federal

ENVIRONMENTAL TESTING

Timit for potable water
DIRECTOR w 0

BO93 NYSDOH ID # 10320 agé, 1. of 1
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| | _
E‘ CO'EST LABORATORIES, INC. * ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. » N. BABYLON N.Y. 11703« (631) A422-8777e FAX (631) 422-5770

Email: ecotestlab@aol. com Website: www.ecotestlabs. com
LAB NO.111424.06 04713711

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY 11973-5000

ATTN: William Chaloupka PO#:0000143228
SOURCE OF SAMPLE: 0B4-89
SOURCE OF SAMPLE: 31298
COLLECTED BY: Client DATE COL D:04/05/11 RECEIVED: D4/0R/11
~ _ TIME COL’D:0830
MATRIX:W SAMPLE: B-450 Block 1 ACF
31298-006
- " DATE" TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL.  METHOD
T.Coliform, 100 mL Absent 040511 1357 O 5185223
Absent 040511 1357 0O 5189223

E.Coli, 100mL

Free Chiorine Resid.

mg/L 0.67 *

cc:BNL., Robert J. Lee

LRL=Laboratory Reporting Limit

REMARKS: * Measured in the field by client.
- Total Coliform Bacteria is within NY State and Federal

1imit for potable water

rn = 8094

- DIRECT: D

NYSDOH ID # 10320 ame




i

E CO'EST LABORATORIES,'INC.  © + " ENVIRONMENTAL TESTING
. . R Y
377 SHEFFIELD AVE * N. BABYLON, N.Y. 11703 », (63:1)\'422-'5777- FAX (631) 422-5770

) Email: ecotestlab@aol.com ‘Website: www.ecotestlabs.com
LAB NO.111424.07 04/13/11

Brookhaven National Laboratory
Bldg. 452, P.0. Box 2000
Upton, NY  11573-5000

ATTN:  William Chaloupka PO#:0000143228
SOURCE OF SAMPLE: 084-68
SOQURCE OF SAMPLE: 31298 )
COLLECTED BY: Clienmt DATE COL'D:04/05/11 RECEIVED:04/05/11
TIME COL'D:0820
MATRIX:W SAMPLE: B-490 Block 4 MRC
© 31298-007

. DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT _FLAG OF ANALYSIS LRL METHOD
T:CbTiform, 100 mL Absent g 040511 1357 0 5185223
E.-Coli, 100mL

 Free Chlorine Resid.,

Absent 040511 1357 0O 5189223
mg/L 0.6l *

cciBNL, Robert J. Lee

LRL=L aboratory Reporting Limit

REMARKS: * Measured in the Ffield by client.
Total Coliform Bacteria is within NY State and Federal
1imit for potable water

rn = 8095

/

DIRECTOR/;)

NYSDOH ID # 10320 U %age 1 of 1




ATTACHMENT 1V
Brookhaven National Laboratory
Potable Water Supply
2011 Second Quafter Principal Organic Compound Analyses

And Bacteriological Analyses for the BNL Potable Water Distribution System

and Potable Water Wells



CONEST LABORATORIES, INC. : ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703 « (631) 422-5777 FAX (631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NOD.111424.08 04/13/11

Brookhaven National |l.aboratory
Bldg. 452, P.0. Box 5000
Upton, NY 11973-5000
ATTN: WilTliam Chaloupka PO¥:0000143228

SOURCE OF SAMPLE: 083-20
SOURCE OF SAMPLE: 31298

COLLECTED BY: Client DATE COL'D:04/05/11 RECEIVED:04/05/11
TIME COL'D:0615
MATRIX:W SAMPLE: Well 4
31298-008
DATE TIME ANALYTICAL

ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRt  METHQD

Toluene ug/L < 0.5 040711 0.5 EPAS24.2
t-1,3DichToropropene ug/L < 0.5 040711 0.5 EPA524.2
112 Trichloroethane ug/L < 0.5 040711 0.5 EPA524.2
1,3-Dichlarcpropane ug/L < 0.5 040711 a.5 EPASZ24. 2
Tetrachloroethene ug/L < 0.5 040711 0.5 EPA524.2
Chlorodibromomethane ug/L < 0.5 040711 0.5 EPA524.2
Chlorobenzene ug/L < 0.5 040711 a.5 EPAS24.2
1112Tetrachloroethane ug/L. < 0.5 040711 0.5 EPAS24.2
Ethyl Benzene ug/l. < 0.5 040711 0.5 EPAS24. 2
m + p Xylene ug/L <1 040711 1 EPA524.2
o Xylene ug/L < 0.5 040711 0.5 EPA524 .2
Styrene ug/L. < 0.5 040711 0.5 EPAS24 .2
Bromoform ug/L. < 0.5 040711 a.5 EPAS24 .2
Isopropyibenzene ug/L < 0.5 040711 a.s5 EPA524.2
1122Tetrachloroethane ug/L < 0.5 040711 0.5 EPAS24 .2
123-Trichloropropane ug/L < 0.5 040711 0.5 EPA524 .2
n-Propyibenzene ug/L. < 0.5 040711 6.5 EPAS24. 2
Bromobenzene ' ug/L. < 0.5 040711 0.5 EPA524.2
135-Trimethylbenzene ug/L. < 0.5 040711 Q.5 EPA524.2
2-Chlorotoluene ug/L < 0.5 040711 0.5 EPAS24.2
4-Chlorotoluene -ug/l. < 0,5 .. 040711 0.5 . EPA524.2
-tert-Butylbenzene ug/L < 0.5 040711 0.5 EPAS24.2
124-Trimethyibenzene ug/L < 0.5 040711 0.5. EPAS24.2
sec-Butylbenzene ug/l. < 0.5 040711 0.5 EPAS24.2

cc:BNL, Robert J. Lee

LRL=Laboratory Reporting Limit

REMARKS: A11 values are within NY State and Federal 1imits for
potable water,

DIRECTO

rn = 8097 NYSDOH ID # 10320 ge 2 of 3



E coO ' EST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703. (631} 422-5777« FAX (631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestiabs.com
LAB NO.111424.08 04/13/11

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY  11973-5000
ATTN: Witliam Chaloupka PO#:0000143228

SOURCE OF SAMPLE: 083-20
SQURCE OF SAMPLE: 31298 ‘
COLLECTED BY: Client DATE COL'D:04/05/11 RECEIVED:04/05/11
TIME COL'D:0615

MATRIX:W SAMPLE: Well 4
31298-008
DATE TIME ANALYTICAL
_ ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL.  METHOD

p-Isoprapyltoluene ug/L’ < 0.5 040711 0.5 EPAS24.2
1,3 Dichlorobenzene (v) ug/L < 0.5 040711 - 0.5 EPA524.2
i,4 Dichlorobenzene (v) ug/L < 0.5 040711 0.5 EPASZ24 .2
n-Butylbenzene ug/l. < 0.5 040711 a.5 EPAS24.2
1,2 Dichlorobenzene (v) ug/L < 0.5 040711 0.5 EPAS24.2
124-Trichlorobenzene (v) ug/L < 0.5 040711 0.5 EFPAS24.2
Hexachlorobutadiene ug/L < 0.5 040711 0.5 EPA524,2
Naphthaiene(v) ' ug/lL < 0.5 040711 0.5 EPA524.2
123-Trichlorobenzene ug/t. < 0.5 040711 0.5 EPAS24 .2
T.Coliform, 100 mL Absent 040511 1357 0O 5189223

E.Coli, 100mL Absent 040511 1357 0O 5189223

cciBNL, Robert J. Lee

LRLzLabdratory Reporting Limit

REMARKS: A11 values are within NY State and Federal 1imits for

potable water.
DIRECT&E(\)

rn = B0O98 NYSDOH ID # 10320 age 3 of 3




CONEST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703 «.(631) 422-5777« FAX {(631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO.111424.09 04/13/11

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY  11973-5000
ATTN: William Chaloupka PO#:0000143228

SQURCE OF SAMPLE: (095-07
SOURCE OF SAMPLE: 31298

COLLECTED BY: Client DATE COL'D:04/05/11 RECEIVED:04/05/11
TIME COL'D:0640
MATRIX:W SAMPLE: Well 6
31298-009
DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT ‘FLAG OF ANALYSIS |.Rl. METHOD
Bichlorodifluoromethane ug/L < 0.5 040711 0.5 EPAS24.2
Chloromethane ug/L < 0.5 040711 0.5 EPASZ24_2
Vinyl Chioride ug/l. < 0.5 040711 0.5 EPAS24.2
Bromomethane ug/t. < 0.5 040711 0.5 EPAS24.2
Chloroethane ug/L. < 0.5 040711 Q.5 EPA524.2
Trichlorofluoromethane ug/L < 0.5 040711 a.5 EPAS24.2
1,1 Dichloroethene ug/L < 0.5 040711 0.5 EPAS24.2
Methylene Chloride ug/L < 0.5 040711 0.5 EPA524.2
ter.ButylMethylEther ug/L < 0.5 040711 0.5 EPAS24.2
t-1,2-Dichloroethene ug/l. < 0.5 040711. 0.5 EPAS24. 2
1,1 Dichlorogthane ug/L < 0.5 040711 0.5 EPAS24.2
2,2-Dichioropropane ug/L < 0.5 040711 0.5 EPA524.2
c-1,2-Dichloroethene ug/L < 0.5 04aQ711 0.5 EPAS24.2
Chloroform ug/L 19 040711 0.5 EPAS24.2
Braomochloromethane ug/L < 0.5 040711 0.5 EPAS24.2
111 Trichloroethane ug/L < 0.5 040711 0.5 EPA524.2
1,1-Dichloropropene ug/L < 0.5 040711 - .5 EPAS24.2
. Carbon Tetrachloride ug/L. < 0.5 040711 0.5 EPAS24 .2
1,2 Dichlorocethane ug/L < 0.5 040711 0.5 EPAS24 .2
Benzene ug/L < 0.5 040711 0.5 EPAS24.2
Trichioroethene . oug/L < 0.5 040711 . 0.5 EPAS24.2
1,2 Dichloropropane ug/L. < 0.5 040711 g.5 EPAS24.2
Bromodichloromethane ug/L 2.7 040711 0.5 EPA524 .2
Dibromomethane ug/L < 0.5 040711 0.5 EPASZ24.2
c-1,3D1ichloropropene ug/L < Q0.5 040711 0.5 EPAS24.2

cc:BNL, Robert J. Lee

LRL=Laboratory Reporting Limit

REMARKS: A1l values are within NY State and Federal 1imits for

potable water.
DIRECTO“

rn = 8099 NYSDOH ID # 10320 ge 1 of 3




COREST LABORATORIES, INC. | ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. » N. BABYLON, N.Y. 11703 « (631) 422-5777« FAX (631) 422.5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO.111424.09 04/13/11

Brookhaven National Laboratory
Bidg. 452, P.0. Box 5000
Upton, NY  11973-5000
ATTN: William Chaloupka PO#:0000143228

SOURCE OF SAMPLE: 095-07
SOURCE OF SAMPLE: 31298

COLLECTED BY: <Client DATE COL'D:04/05/11 RECEIVED:04/05/11
. TIME COL'D:0640
MATRIX:W SAMPLE: Well 6
31258-009
: DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
Toluene ug/L. < 0.5 040711 0.5 EPAS24.2
t-1,3Dichloropropene ' ug/L < 0.5 040711 0.5 EPAS24.2
112 Trichlorgethane ug/L < 0.5 040711 0.5 EPAG24.2
1,3-Dichloropropane ug/L < 0.5 040711 0.5 EPAS24.2
Tetrachloroethene ug/L < 0.5 040711 0.5 EPAS24.2
Chlorodibromomethane ug/L 0.7 040711 0.5 EPA524.2
Chlorobenzene ug/L < 0.5 040711 0.5 EPAS24.2
1112Tetrachloroethane ug/L < 0.5 040711 0.5 EPA524.2
Ethy1l Benzene ug/t. < 0.5 040711 0.5 EPA524 .2
m+ p Xylene ' ug/l < 1 040711 1 EPAS24.2
0 Xylene ug/L < 0.5 040711 0.5 EPAS24 .2
Styrene ug’/L < Q.5 040711 0.5 EPAS24.2
- Bromoform ug/L < 0.5 040711 0.5 EPAS24.2
Isopropylbenzene ug/l. < 0.5 040711 0.5 EPA524.2
1122Tetrachloroethane ug/l. < 0.5 040711 0.5 £EPAS24 .2
123-TrichTcropropane ug/L < 0.5 040711 0.5 EPA524.2
n-Propyibenzene ug/L. < 0.5 040711 0.5 EFAS24.2
Bromobenzene ug/L < 0.5 040711 0.5 EPAS24.2
135-Trimethylbenzene ug/L < 0.5 040711 0.5 EPA524.2
2-Chloratoluene ug/l. < 0.5 040711 0.5 EPAS24.2
- 4-Chlorotolueng ug/L < 0.5 040711 0.5 EPAS24.2
tert-Butyibenzene ug/L. < 0.5 040711 0.5 EPA524.2
124-Trimethylbenzene ug/t. < 0.5 040711 0.5 EPAS24.2
sec-Butylbenzene ug/L < 0.5 040711 0.5 EPAS24.2

cc:BNL, Robert J. Lee
LRL=Laboratory Reporting Limit

REMARKS: ATl vajues are within NY State and Federal 1limits for

potable water.
DIRECTD@

rn = 8100 NYSDOH ID # 10320 aJe 2 of 3




CONEST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE., » N. BABYLON, N.Y. 11703 ». (631} 422-5777« FAX {(631) 422.5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO.111424.09 04/13/11

ATTN:

SOURCE OF SAMPLE:
SOURCE OF SAMPLE:
COLLECTED BY:

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY  11973-5000 -

William Chaloupka PO#:0000143228
085-07

312598 .

Client DATE COL'D:04/05/11 RECEIVER:04/05/11

TIME COL'D:0640

MATRIX:W SAMPLE: Well 6
31298-005

DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL METHOD
p-Isopropyltoluene ug/l. < 0.5 040711 a.5 EPA524 .2
1,3 Dichlorobenzene (v) ug/L < 0.5 040711 0.5 EPA524.2
1,4 Dichlorobenzene (v) ug/L < 0.5 040711 0.5 EPA524.2
n-Butylbenzene ug/L < 0.5 040711 0.5 EPA524.2
1,2 Dichlorobenzene (v) ug/L < 0.5 040711 0.5 EPAL24.2
124-Trichlorobenzene (v) ug/L < 0.5 040711 0.5 EPAS524.2
Hexachlorobutadiene ug/L < 0.5 040711 0.5 EPA524.2
Naphthaiene(v) ug/L < 0.5 040711 0.5 EPAS24.2
123-Trichlorobenzene ug/t < 0.5 040711 0.5 EPAS24.2
T.Caliform, 100 mlL Absent 040511 1357 Q 5189223
E.Coti, 100mL Absent 040511 1357 O 5189223

cc:BNL, Robert J. Lee

REMARKS: A1}

LRL=Laboratory Reporting Limit

values are within NY State and Federal limits for

potable water,

rn = 8101

NYSDOH ID # 10320 d age 3 of 3



| CONEST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703« (631) 422-5777« FAX (631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB ND.111424.10 04/13/11

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY  11973-5000
ATTN: William Chaloupka PO#:0000143228

SOURCE OF SAMPLE: 092-03

SOURCE OF SAMPLE: 31298
COLLECTED BY: Client DATE COL'D:04/05/11 RECEIVED:04/05/11

TIME COL'D:0630

MATRIX:W SAMPLE: Well 7
31298-010
DATE TIME ANALYTICAL

ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD

Dichlorodiflucromethane ug/L < Q.5 040711 0.5 EPAL24 .2
Chloromethane ug/L < 0.5 040711 0.5  EPA524.2
VinyT Chloride ug/L < 0.5 040711 0.5 EPAS24.2
Bromomethane ug/L < 0.5 040711 0.5 EPA524.2
Chloroethane ug/L < 0.5 040711 0.5 EPAS24.2
Trichlorof Tuoromethane ug/LL. < 0.5 040711 0.5 EPAS24.2
1,1 Dichloroethene ug/L. < 0.5 040711 a.5 EPAS24.2
Methylene Chloride ug/L < 0.5 040711 0.5 EPAS24 .2
ter.ButylMethylEther ug/L. < 0.5 040711 0.5 EPAS24.2
t-1,2-Dichlaoroethene ug/t. < 0.5 040711 0.5 ~ EPA524.2
1,1 Dichloroethane ug/tk. < 0.5 040711 0.5 EPAS24.2
2,2-DichTloropropane ug/L < 0.5 040711 0.5 EPAS24 .2
c-1,2-Dichloroethene ug/L < 0.5 040711 0.5 EPAS24 .2
Chloroform ug/LL. < 0.5 040711 0.5 EPAS24.2
Bromochloromethane ug/L < 0.5 040711 0.5 EPAS24.2
111 Trichloroethane ug¥l. < 0.5 040711 0.5 EPAS24 .2
1,1-Dichloropropene ug/L < 0.5 040711 0.5 EPAS524.2
Carbon Tetrachloride ug/L. < Q.5 040711 0.5 EPAB24 . 2
1,2 Dichloroethane ug/L < 0.5 040711 0.5 EPAS24.2
Benzenge ug/LL < 0.5 040711 0.5 EPAS24.2
Trichloroethene : ~ug/L < 0.5 - 040711 0.5 EPAS24.2
1,2 Dichloropropane ug/L < 0.5 040711 0.5 EPAS24.2
Bromodichloromethane ug/l. < 0.5 040711 0.5 EPAS24.2
Dibromomethane ug/L < 0.5 040711 0.5 EPAS24.2
c-1,3DichToropropene ug/L. < 0.5 040711 0.5 EPAS24.2

cc:BNL, Robert J. Lee

LRL=l.aboratory Reporting Limit

REMARKS: A1l values are within NY State and Federal Timits for

potable water.
DIRECTO£{<) )
G/F%e 1 of 3

rn = B102 NYSDOH ID # 10320



COREST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. -_N. BABYLON, N.Y. 11703 « (631) 422-5777« FAX (631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB ND.111424.10 ' 04/13/11

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY 11973-5000
ATTN: William Chaloupka PO#:0000143228

SQURCE OF SAMPLE: 092-03
SOURCE OF SAMPLE: 312598

COLLECTED BY: Client DATE COL'D:04/05/11 RECEIVED:04/05/11
TIME COL'D:0630
MATRIX:W SAMPLE: Well 7
31298-010
DATE TIME ANALYTICAL

ANAL YTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD

- Toiuene ug/L < 0.5 040711 0.5 EPASZ4.2
t-1,3Dichloropropene ug/L < 0.5 040711 0.5 EPAS24 .2
112 Trichloroethane : ug/l. < 0.5 040711 0.5 EPAS24. 2
1,3-Dichioropropane ug/L < 0.5 040711 G.5 EPA524 . 2
Tetrachloroethene ug/t < 0.5 040711 0.5 EPAS24.2
Chlorodibromomethane ug/k. < 0.5 040711 0.5 EPAS24 .2
Chlorobenzene ug/L. < 0.5 040711 0.5 EPA524.2
1112Tetrachloraethane ug/L < 0.5 040711 0.5 EPA524.2
Ethyl Benzene ug/L < 0.5 040711 0.5 EPA524.2
m + p Xylene ug/L <1 040711 1 EPAS24, 2
o Xylene ug/L < 0.5 040711 0.5 EPASZ24.2
Styrene ug/L < 0.5 040711 0.5 EPAS24.2
Bromoform ug/l. < 0.5 040711 0.5  EPA524.2
Isopropylbenzene ug/L < 0.5 040711 0.5 EPAS24 .2
1122Tetrachloroethane ug/l. < 0.5 040711 a.5 EPA524.2
123-Trichloropropane ug/L < 0.5 040711 0.5 EPAS24.2
n-Propylbenzene ug/L < 0.5 040711 0.5 EPAS24.2
Bromobenzene ug/L < Q.5 040711 0.5 EPA524 .2
135-Trimethylbenzene ug/L < 0.5 040711 0.5 EPAS24 .2
2-Chloratoluene ug/lL < 0.5 040711 0.5 EPAS24.2
4-Chlarotoluene : .ug/L <. 0.5 .D40711 0.5 -EPA524 .2
tert-Butyibenzene ug/L < 0.5 040711 0.5 -EPA524.2
124-Trimethyibenzene ug/L < 0.5 040711 0.5 EPA524.2
sec-Butyibenzene ug/L < 0.5 040711 a.5 EPAS24 .2

cc:BNL, Robert J. Lee

LRL=Laboratory Reporting Limit

REMARKS: A1l values are within NY State and Federal limits for

m\

rn = 8103 NYSDOH ID # 10320 Pegg 2 of 3




COREST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703 « (631) 422-5777« FAX (631) 422-5770 '

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB ND.111424.10 04/13/11

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY  11973-5000
ATTN:  William Chaloupka PO#:0000143228

SOURCE OF SAMPLE: 092-03
SOURCE OF SAMPLE: 31298
COLLECTED BY: Client - DATE COL'D:04/05/11 RECEIVED:04/05/11
TIME COL'D:0630

MATRIX:W SAMPLE: Well 7
- 31298-010

DATE TIME ANALYTICAL
- ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
p-Isopropyltoluene ug/L < 0.5 040711 0.5 EPAS24.2
1,3 Dichlorobenzene (v) ug/lL < 0.5 040711 0.5 EPAS24 .2
1,4 Dichlorobenzene (v) ug/L < 0.5 040711 0.5 EPAS24.2
n-Butylbenzene ug/L < 0.5 040711 0.5 EPAS24.2
1,2 Dichlorobenzene (v) ug/L. < 0.5 040711 0.5 EPAS24.2
124-Trichlorobenzene (v) ugs/L < 0.5 040711 0.5 EPAS24. 2
Hexachlarocbutadiene ug/L < 0.5 040711 a.5 EPAS24.2
Naphthalene(v) ug/L < 0.5 040711 0.5 EPAS24.2
123-Trichlorobenzene ug/L. < 0.5 040711 0.5 EPAS24.2
T.Coliform, 100 mL Absant 040511 1357 O 5189223
E.Coli, 100mL Absent 040511 1357 O 5189223

cc:BNL, Robert J. Lee

LRL=Laboratory Reporting Limit

REMARKS: A1l values are within NY State and Federal limits for
potable water.

/‘\\
DIRECTOR_,

rn = 8104 NYSDOH ID # 10320 e ge/B of 3




COBEST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. » N. BABYLON, N.Y. 11703 (631) 422-5777« FAX (631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO.111424.11 04713711

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY 11973-5000
ATTN: William Chaloupka PO#:0000143228

SOURCE CF SAMPLE: 055-0%9
SOURCE OF SAMPLE: 31298

COLLECTED BY: Client DATE COL'D:04/05/11 RECEIVED:04/05/11
TIME COL'D:0650
MATRIX:W SAMPLE: Well 10
31298-011
DATE TIME ANALYTICAL

ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD

DPichlorodifluoromethane ug/L < 0.5 040711 0.5 EPAS24 .2
Chloromethane ug/L < 0.5 040711 0.5 EPAS24.2
Vinyl Chloride ug/L < 0.5 040711 0.5 EPAS24.2
Bromomethane ug/L < 0.5 040711 0.5 EPAS24.2
Chloroethane ug/L < 0.5 040711 0.5 EPA524. 2
Trichlorof Tuoromethane ug/L < 0.5 040711 0.5 EPAS24.2
1,1 Dichloroethene ug’/L < 0.5 040711 0.5 EPAS24.2
Methylene Chloride ug/lL < 0.5 040711 0.5 EPAS24.2
ter.ButyiMethyiEther ug/L. < 0.5 040711 0.5 EPAS24.2
t-1,2-Dichloroethene ug/L < 0.5 040711 0.5 EPA524.2
1,1 Dichloroethane ug/l. < 0.5 040711 0.5 EPAS24.2
2,2-Dichloropropane ug/l. < 0.5 040711 a.5 EPA524.2
c-1,2-Dichioroethene ug/L < 0.5 040711 0.5 EPAS24.2
Chlorofarm ug/l. 0.7 040711 0.5 EPAS24.2
Bromochloromethane ug/L. < 0.5 040711 6.5 EPAS24 .2
111 Trichloroethane ug/L < 0.5 040711 0.5 EPAS24. 2
1,1-Dichloropropene ug/L < 0.5 040711 0.5 EPAS24.2
Carbon Tetrachloride ug/L < 0.5 040711 0.5 EPAS24.2
1,2 Dichloroethane ug/L < 0.5 040711 0.5 EPAS24.2
Benzene ug/L < 0.5 040711 0.5 EPAS24.2
Trichloroethene - -ug/L < 0.5 - 040711 0.5 EPAS24 .2
1,2 Dichloropropane ug/lL. < 0.5 040711 0.5 EPAS24.2
Bromodichloromethane ug/LL. < 0.5 040711 0.5 EPAS24.2
Dibromomethane ug/L < 0.5 040711 0.5 EPAS24.2
c-1,3Dichloropropene ug/L. < 0.5 040711 a.5 EPAS24.2

cc:BNL, Robert J. Lee
LRL=Laboratory Reporting Limit

REMARKS: AT vaTués are within NY State and Federal 1imits for

potable water.
DIRECTOM

rn = 8105 NYSDOH ID # 10320 age 1 of 3




CONEST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703.» (631) 422-5777« FAX {631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO.111424.11 04/13/11

Brookhaven Mational Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY  11573-5000
ATTN: William Chaloupka : PO#:0000143228

SOURCE OF SAMPLE: 055-09
SOURCE OF SAMPLE: 31298

COLLECTED BY: Client DATE COL'D:04/05/11 RECEIVED:04/05/11
TIME COL'D:06530
- MATRIX:W SAMPLE: Well 10
31298-011
DATE TIME ANALYTICAL

ANALYTICAL. PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD

Toluene ug/L. < 0.5 040711 a.5 EPA524 .2
t-1,3Dichlioropropene ug/L < 0.5 040711 0.5 EPAS24.2
112 Trichloroethane ug/L < 0.5 040711 0.5 EPAS24.2
1,3-Dichloropropane ug/L < 0.5 040711 8.5 EPAS24.2
Tetrachloroethene ug/L. < 0.5 040711 0.5 EPA524 .2
Chlorodibromomethane ug/l. 0.8 040711 0.5 EPAS24 .2
Chlorobenzene ug/L < 0.5 040711 0.5 EPAS24 .2
1112Tetrachloroethane ug/l. < 0.5 040711 0.5 EPAS24.2
Ethyl Benzene ug/lL. < 0.5 040711 0.5 EPAS24.2
m + p Xyliene ' ug/L < 1 040711 1 EPAS24.2
o Xylene ug/L. < 0.5 040711 0.5 EPASZ24 .2
Styrene ug/L < 0.5 040711 0.5 EPAS24.2
Bromoform ' ug/L < 0.5 040711 0.5 EPAS24.2
Isopropylbenzene ug/L < 0.5 040711 0.5 EPAS24.2
1122Tetrachloroethane ug/L < 0.5 040711 0.5 EPA524.2
123-Trichloropropane ug/L < 0.5 040711 0.5 EPAS24 .2
n-Propylbenzene ug/L < 0.5 040711 0.5 EPAS24.2
Bromobenzene ug/L < 0.5 040711 0.5 EPAB24.2
135-Trimethylbenzene ug/L < 0.5 040711 0.5 EPAS24.2
2-Chlorotoluene ug/L < 0.5 040711 0.5 EPAS24 .2
4-Chlorotoluene ug/L - < 0.5 - 040711 0.5 "EPA524 .2
tert-Butyibenzene ug/L < 0.5 040711 a.5 EPAS24.2
124-Trimethylbenzene ug/L < 0.5 040711 0.5 EPA524. 2
sec-Butylbenzene ug/L < 0.5 040711 0.5 EPAS24.2

cc:BNL, Robert J. Lee
LRL=Laboratory Reporting Limit

REMARKS: Al11 values are within NY State and Federal T1imits for
potabie water.

DIRECTO (

rn = 8106 NYSDOH ID # 10320 gy 2 of 3



COREST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. » N. BABYLON, N.Y. 11703 ».(631) 422-5777« FAX (631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB ND.111424.11 04/13/11

Brookhaven National Laboratory
Bldg. 452, P.0Q. Box 5000
Upton, NY  11973-5000
ATTN: William Chaloupka PO#: 0000143228

SOURCE OF SAMPLE: (55-09
SOURCE OF SAMPLE: 31298

COLLECTED BY: Client DATE COL'D:04/05/11 RECEIVED:04/0%/11
TIME COL'D:065%0
MATRIX:W SAMPLE: Well 10
31298-011

: DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
p-Isopropyltoluene ug/L < 0.5 040711 0.5 EPAS24.2
1,3 Dichlorobenzene {(v) ug/L < 0.5 040711 0.5 EPASZ24.2
1,4 Dichlorobenzene (v) ug/L < 0.5 040711 0.5 EPAS24.2
n-Butylbenzene ug/L < 0.5 040711 0.5 EPAS24.2
1,2 Dichlorobenzene (v) ug/L < 0.5 a40711 0.5 EPAS24.2
124-Trichlorobenzene (v) ug/L. < 0.5 040711 0.5 EPAS24 .2
Hexachlorobutadiene ug/l. < 0.5 040711 0.5 EPA524.2
Naphthalene(v) ug/L < 0.5 040711 0.5 EPA524.2
123-Trichlorobenzene ug/L < 0.5 040711 0.5 EPAS24.2
T.Coliform, 100 mL Absent 040511 1357 0O S189223
E.Col1, 100mL Absent 040511 1357 O S189223

cc:BNL., Robert J. Lee

LRL=Laboratory Reporting Limit

REMARKS: ATl wvalues are within NY State and Federal limits for

potable water.
DIRECTOR\‘I\\(>

age 3 of 3

rn = 8107 NYSDOH ID # 10320



COREST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703...(631) 422-5777« FAX (631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO.111424.12 04/13/11

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY  11573-5000
ATTN: William Chaloupka PO#:0000143228

SOURCE OF SAMPLE: 056-19
SOURCE OF SAMPLE: 312598

COLLECTED BY: Client DATE COL'D:04/05/11 RECEIVED:04/05/11
TIME COL'D:0700
MATRIX:W SAMPLE: Well 11
31298-012
DATE TIME ANALYTICAL

ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHCD

Dichlorodifluoromethane ug/L < 0.5 040811 0.5 EPA524.2
Chloromethane ug/L < 0.5 040811 0.5 EPA524.2
Vinyl Chloride ug/L < 0.5 040811 0.5 EPA524.2
Bromomethane ug/L < 0.5 040811 0.5 EPAS24.2
Chioroethane ug/L < Q.5 040811 0.5 EPA524.2
Trichlorofluoromethane ug/L < 0.5 040811 0.5 EPAS24 .2
1,1 Dichloroethene ug/L < 0.5 040811 0.5 EPAS24.2
Methyiene Chloride ug/L < 0.5 040811 0.5 EPA524.2
ter.ButylMethylEther ug/L < 0.5 040811 0.5 EPAS24.2
t-1,2-Dichloroethene ug/L < 0.5 040811 0.5 EPAS24.2
1,1 Dichioroethane ug/lL. < 0.5 040811 0.5 EPAS24 .2
2,2-Dichloropropane ug/L < 0.5 040811 0.5 EPAS24.2
c-1,2-Dichioroethene ug/L < 0.5 040811 . D.5 EPA524.2
Chloroform ug/l. < 0.5 040811 0.5 EPAS24 .2
Bromochloromethane ug/L < 0.5 040811 0.5 EPAS24.2
111 Trichloroethane ug/L < 0.5 040811 0.5 EPAS24 .2
1,1-Dichloropropene : ug/lL. < 0.5 040811 0.5 EPA524.2
Carben TetrachToride ug/L < 0.5 040811 0.5 EPAS24 .2
1,2 Dichloroethane ug/l. < 0.5 040811 Q.5 EPAS24.2
Benzene ug/L < 0.5 040811 0.5 EPAS24.2
Trichloroethene - ug/L < Q.5 040811 ‘0.5 EPAS24.2
1,2 Dichloropropane ug’/L < 0.5 040811 0.5 EPA5S24 .2
Bromodichloromethane ug/L < 0.5 040811 0.5 EPAS24.2
Oibromomethane , ug/L < 0.5 040811 0.5 EPAS24.2
c-1,3DichToropropene ug/L < 0.5 040811 a.5 EPA524.2

ce:BNL, Robert J. Lee
LRL:Laborétory Reporting Limit

REMARKS: A1l wvalues are within NY State and Federa1 Timits for
potabie water.

DIRECTH

—E""‘-
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COHBEST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. = N. BABYLON, N.Y. 11703 « (631) 422-5777 FAX (631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO.111424.12 04713711

Brookhaven National Laboratory
Bldy. 452, P.O. Box 5000
Upton, NY  11573-5000
ATTN: William Chalaupka PO#:0000143228

SOURCE OF SAMPLE: 056-19
SOURCE OF SAMPLE: 31298

COLLECTED BY: Client DATE COL'D:04/05/11 RECEIVED:04/05/11
TIME COL'D:0700
MATRIX:W SAMPLE: Well 11
. 312598-012
DATE TIME ANALYTICAL

ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD

Toluene ug/L < 0.5 040811 0.5 EPAS24.2
t-1,3Dichloropropene ug/L < 0.5 040811 0.5 EPAS24.2
112 Trichloroethane ug/L < 0.5 040811 0.5 EPAS24.2
1,3-DichToropropane ug/L < 0.5 040811 0.5 EPAS24.2
Tetrachioroethens ' ug/L < 0.5 040811 0.5 EPA524.2
Chlorodibromomethane : ug/L < 0.5 040811 0.5 EPAS24.2
Chlorobenzene ug/L < 0.5 040811 0.5 EPA524.2
1112Tetrachloroethane ug/L < 0.5 040811 0.5 EPAS24.2
Ethyl Benzene ‘ ug/L < Q.5 040811 0.5 EPAS24 .2
m + p Xylene ug/L <1 040811 1 EPAS24,2
0 Xylene ug/L < 0.5 040811 0.5 EPAS24.2
Styrene ug/L < 0.5 040811 0.5 EPAS24.2
Bromoform ug/L < 0.5 040811 0.5 EPA524.2
Isopropylbenzene , ug/L < 0.5 040811 0.5 EPAS24.2
1122Tetrachloroethane ug/L < 0.5 040811 0.5 EPAS24.2
123-Trichloropropane ug/L < 0.5 040811 Q.5 EPAS24 .2
n-Propylbenzene ug/L < 0.5 040811 0.5 EPA524.2
Bromobenzene ug/L < 0.5 040811 0.5 EPAS24.2
135-Trimethylbenzene ug/L < 0.5 040811 0.5 EPAB24.2
2-Chlorotoluene ug/L < 0.5 040811 0.5 EPAS24.2
‘4-Chlorotoluene ug/L < 0.5 040811 ‘0.5 EPAS24.2
tert-Butylbenzene ug/L < 0.5 040811 0.5 EPAS24.2
124-Trimethylbenzene ug/L < 0.5 040811 0.5 EPA524.2
sec-Butylbenzene ug/L < 0.5 040811 0.5 EPAS24.2

cc:BNL, Raobert J. Lee

LRL=Laboratory Reporting Limit

REMARKS: AT11 values are within NY State and Federal Timits for,
potable water.

DIRECTOR(\
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COREST LABORATORIES, INC. - ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. » N. BABYLON, N.Y. 11703.+ (631) 422-5777« FAX (631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO.111424.12 04/13/11

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY 11973-5000
ATTN: William Chaloupka PO#:0000143228

SOURCE OF SAMPLE: 056-19
SOURCE OF SAMPLE: 31298

COLLECTED BY: Client DATE COL'D:04/05/11 RECEIVED:04/05/11
TIMZ COL'D:0Q700
MATRIX:W SAMPLE: Well 11
31298-012
_ DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
p-Isopropyltoluene ug/lL < 0.5 040811 0.5 EPAS24 .2
1,3 Dichlorobenzene (v) ug/l. < 0.5 040811 0.5 EPA524.2
1,4 Dichlorobenzene (v) ug/L < 0.5 040811 0.5 EPAS24.2
n-Butylbenzene ug/L < 0.5 040811 0.5 EPA524.2
1,2 Dichiorcbenzene (v) ug/L < 0.5 040811 0.5 EPAS24.2
124-Trichlorobenzene (v) ug/Lb < 0.5 040811 0.5 EPAS24.2
Hexachlorobutadiene ug/t. < 0.5 040811 0.5 EPAS24.2
Naphthalene{v) ug/L < 0.5 040811 0.5 EPAS24.2
123-Trichlorobenzene ug/L < 0.5 040811 0.5 EPAS24.2
T.Coliform, 100 mL Absent 040511 1357 O 5188223
~E.Coli, 100mL ) Absent 040511 1357 0 5189223

cc:BNL, Robert J. Lee

LRL=Laboratory Reporting Limit

REMARKS: Al11 values are within NY State and Federal limits for

potable water.
{(\\
DIRECTOR
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CONEST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703« (631) 422-6777+ FAX (631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO.111424.13 04/13/11

Broaokhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY  11973-5000
ATTN: William Chaloupka PO#:0000143228

SO0URCE OF SAMPLE: 073-24
SOURCE OF SAMPLE: 31298

COLLECTED BY: Client DATE COL'D:04/05/11 RECEIVED:04/05/11
TIME COL'D:1010
MATRIX:W SAMPLE: WTF Strip Tower 1 East
: 31298-013
DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT " FLAG OF ANALYSIS {RL  METHOD

T.Coliform, 100 mb Absent 040511 1357 O 5189223
E.Coli, 100mL Absent 040511 1357 @ $189223

cc:BNL., Robert J. Lee

LRL=Laboratory Reporting Limit

REMARKS: Total Coliform Bacteria is within NY State and Federal

Timit for potable water
‘W
DIRECTCR l
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CONEST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703 « (631) 422-5777+ FAX (631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO.111424.14 04713711

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY  11973-5000
ATTN: Witliam Chaloupka PO#:0000143228

" SOURCE OF SAMPLE: 073-25
SOURCE OF SAMPLE: 31298

COLLECTED BY: Client DATE COL'D:04/05/11 RECEIVED:04/05/11
TIME COL'D:1020
MATRIX:W SAMPLE: WTF Strip Tower 2 West
31298-014
DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
T.Coliform, 100 mL Absent 040511 1357 O 5189223
E.Coli, 100mL Absent 040511 1357 O 5185223

cciBNL, Robert J. Lee
LRi_=Laboratory Reporting Limit

REMARKS: Total Coliform Bacteria is within NY State and Federal

1imit for potable water
DIRECTDR;\\J
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CONEST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703 «.(631) 422-5777« FAX (631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO.111424.18 04/13/11

Brookhaven National Laboratory
Bldg. 452, P.0O. Box 5000
Upton, NY  11973-5000
ATTN: William Chaloupka PO#:0000143228

SOURCE OF SAMPLE: 073-10
SOURCE COF SAMPLE: 31298

COLLECTED BY: Client DATE COL'D:04/05/11 RECEIVED:04/05/11
‘ TIME COL'D:1030
MATRIX:W SAMPLE: B-624 WiP
31258-016
DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHQD
Dichlorodifluoromethane ug/L < 0.5 040811 0.5 EPAS24.2
Chloromethane ug/L < 0.5 040811 0.5 EPAS24 .2
Vinyl Chloride ug/L < 0.5 040811 0.5 EPA524.2
Bromomethane ug/L < 0.5 040811 Q0.5 EPAS24.2
Chloroethane ug/L < 0.5 040811 0.5 EPAS24.2
Trichlorof luoromethane ug/L < 0.5 040811 0.5 EPAS24.2
1,1 Dichloroethene ug/L < 0.5 040811 0.5 EPAS24.2
Methylene Chloride ' ug/L < 0.5 040811 0.5 EPAS24 .2
ter.Buty1MethylEther " ug/L < 0.5 040811 0.5 £PAG24.2
t-1,2-Dichloroethene ug/L < 0.5 040811 0.5 EPAS24.2
1,1 Dichloroethane ug/L < 0.5 040811 0.5 EPAG24.2
2,2-Dichloropropane ug/L < 0.5 040811 0.5 EPAS24 .2
c-1,2-Dichloroethene ug/L < 0.5 040811 0.5 EPAS24.2
Chlaroform ug/L. 0.5 040811 0.5 EPAS24. 2
BromochToromethane ug/L < 0.5 040811 0.5 EPAS24.2
111 Trichloroethane ugL < 0.5 040811 a.5 EPAS24.2
1,1-Dichloroprapene ug/L. < 0.5 040811 0.5 EPASZ4.2
Carbon Tetrachloride ug/L < 0.5 040811 0.5 EPAS24.2
1,2 Dichloroethane ug/L < 0.5 040811 0.5 EPAS24.2
Benzene - ug/L < 0.5 040811 0.5 EPAS524.2
- Trichloroethene : - . oug/Ll < 0.5 - 040811 0.5 EPAS24.2
1,2 Dichloroprapane ug/l. < 0.5 040811 0.5 EPA5S24.2
Bromodichloromethane ug/k. 1 040811 0.5 EPAS24.2
Dibromomethane ug/L < 0.5 040811 0.5 EPA524.2
c-1,3DichToropropene ug/L < 0.5 040811 a.5 EPAS24.2

cc:BNL, Robert J. Lee
LRL=Laboratory Reporting Limit

REMARKS: A17 values are within NY State and Federal limits for
potabie water. ‘

DIRECTOR
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CONEST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. » N. BABYLON, N.Y. 11703 « (631) 422-5777 FAX {631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
. LAB NO.111424.16 04/13/11

Brookhaven National Labaratory
Bldg. 452, P.0. Box 5000
Upton, NY 11973-5000
ATTN: William Chalaoupka PO#:0000143228

SOURCE OF SAMPLE: (73-10
SOURCE OF SAMPLE: 31298

COLLECTED BY: Client DATE COL'D:04/05/11 RECEIVED:04/05/11
TIME COL'D:1030
MATRIX:W SAMPLE: B-624 WTP
31298-016
DATE TIME ANALYTICAL

ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL. METHOD

Toluene ' ug/lL. < 0.5 040811 0.5 EPAS24.2
t-1,3Dichloropropene ug/L < 0.5 040811 a.5 EPA524.2
112 Trichloroethane ug/L < 0.5 40811 0.5 EPA524.2
1,3-Dichioropropane ug/L < 0.5 040811 0.5 EPAS24 .2
Tetrachloroethene ug/L < 0.5 040811 0.5 EPAS24 .2
Chlorodibromomethane ug/L 1.4 040811 0.5 EPAS24 .2
Chlorabenzene ug/L < 0. 040811 0.5 EPAS24.2
1112Tetrachloroethane ug/L < 0, 040811 0.5 EPAS24.2
Ethyl Benzene ug/L < 0, 040811 0.5 EPAS24.2
m+ p Xylene ug/L <1 040811 1 EPAS24 .2
o Xylene ug/L < 0.5 040811 0.5 EPAS24 .2
Styrene ug/L < 0.5 040811 0.5 EPAS24.2
Bromoform ug/l. < 0.5 040811 0.5 EPAS24.2
Isopropylbenzene ug/lL. < 0.5 040811 G.5 EPAS24. 2
1122Tetrachlorcethane ug/L < 0.5 040811 0.5 EPAS24 .2
123-Trichloropropane ug/L < 0.5 040811 0.5 EPAS24.2
n-Propylbenzene ug/l. < 0.5 040811 0.5 EPASZ4.2
Bromobenzene ug/L < 0.5 040811 0.5 EPAS24.2
135-Trimethyibenzene ug/L < 0.5 40811 0.5 EPAS24.2
2-Chlorotoluene ug/L < 0.5 040811 0.5 EPAS24.2
4-Chlorotoluene ug/lL. < 0.5 040811 0.5 .EPAS24 .2
tert-Butylbenzene ug/l. < 0.5 040811 a.5 EPAS524.2
124-Trimethylbenzene ug/l. < 0.5 040811 0.5 EPA524 .2
sec-Butyibenzene ug/L. < 0.5 040811 Q.5 EPAS24 .2

cc:BNL, Robert J. Lee

LRL=Laboratory Reporting Limit

REMARKS: ATl values are within NY State and Federal limits for
potable water,

DIRECToﬁq \
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ECO ' EST LABORATORIES, INC. ENVIRONMENTAL TESTING
377 SHEFFIELD AVE. « N. BABYLON, N.Y. 11703 « {631) 422-5777« FAX (631) 422-5770

Email: ecotestlab@aol.com Website: www.ecotestlabs.com
LAB NO.111424.16 04/13/11

Brookhaven National Laboratory
Bldg. 452, P.0. Box 5000
Upton, NY 11973-5000
ATTN: Wiiliam Chaloupka PO#:0000143228

SCGURCE OF SAMPLE: 073-10
SOURCE OF SAMPLE: 31298

COLLECTED BY: Client DATE COL'D:04/05/11 RECEIVED:04/05/11
TIME COL'D:1030
MATRIX:W SAMPLE: B-624 WTP
31298-016
DATE TIME ANALYTICAL
ANALYTICAL PARAMETERS UNITS RESULT FLAG OF ANALYSIS LRL  METHOD
p-Isopropylitoluene ug/L < 0.5 040811 0.5 ERPAS24 .2
1,3 Dichlorobenzene (v) ug/L < 0.5 040811 0.5 EPAS24.2
1,4 Dichlorocbenzene (v) ug/L < 0.5 040811 0.5 EPAS24.2
n-Butyibenzene ug/L < 0.5 040811 a.5 EPAS24.2
1,2 Dichlorobenzene (v) ug/L < 0.5 040811 0.5 EPA524.2
124-Trichlorobenzene (v) ug/l. < 0.5 040811 0.5 EPA524 .2
HexachTorobutadiene ug/L < 0.5 040811 0.5 EPA524 .2
Naphthalene(v) ug/L < 0.5 040811 0.5 EPASZ24.2
123-Trichlorobenzene ug/lL < 0.5 040811 a.s EPAS24.2

cc:BNL, Robert J. Lee

LRL=Laboratory Reporting Limit

REMARKS: A11 values are within NY State and Federal 1limits for
potable water. ‘

DIRECTOR m
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Environmental Protection Division
81 Cornell Avenue, Bldg. 120
Upton, NY 11973

i

BROOKHEUEN

NATIONAL LABORATORY

FACSIMILE TRANSMITTAL SHEET

Fax #: 631-344-6079

Date: May 6, 2011

To: Ms. Mary La Flair

Company: Suffolk County Department of Health Services

Fax #: 631-852-5787

From: Jennifer Higbie

Phone Ext.: | 631-344-5919 (or email: Higbie@bnl.gov)

" Number of Pages (including cover sheet):

Comments:

Attached is a letter from Robert Lee with the Subject: Monthly Water Treatment
Plant reports for April 2011.

Included with the letter are
Attachment |: BNL Potable Water Supply Operational Data for April
and

Attachment |ll: April 2011 Stage 1 Disinfectants & Disinfection Byproduct Rule
Monitoring Data and Bactericlogical Analyses for the BNL Distribution System

EXPLORING EARTH'S MYSTERIES
...PROTECTING ITS FUTURE
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Environmental Protection Division
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BR[II]I(HIM'EN

NATI Q__NAL LABORATORY

" FACSIMILE TRANSMITTAL SHEET

Fax #: 631-344-6079

Date:” | May 6, 2011

To: . | Ms. Mary La Flair

'Co[ﬁpétny& '; Suffolk Cdunty Department of Health Services

‘Fax# | 631-852-5787

From:- - | Jennifer Higbie

| Phone Ext.: | 631-344-5919 (or email: Higbie@bnl.gov)

' 'Nimber of Pages (including:cver sheet):: . .*

Commerits;

| Attached is a letter from Robert Lee with the Subject: Monthly Water Treatment
Plant reports for April 2011.

Included with the letter are - .
Attachment |: BNL Potable Water Supply Operational Data fpr April
and - . - L ,

Attachment lil: April 2011 Stage 1 Disinfectants & Disinfection Byproduct Rule
Monitoring Data and Bacterlologlcaf Analyses for the BNL Distribution System




